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To: Prospective Bidders 

 

From: Wold Architects and Engineers 

 

Date: April 6, 2024 

 

Comm. No: 227052 

SBC No: 166/011-01-2022CM 

 

 

Subject: Addendum No. 1    

 New Tucker Stadium West 

 Package 1 - Demolition 

 

This addendum forms a part of the Contract Documents dated March 7, 2024. Acknowledge receipt 

of this Addendum on the space provided on the Bid Form. Failure to do so may result in 

disqualification of Bid. 

 

This Addendum consists of two pages (2) typed sheets and attachments: 

 

Drawings: 

CD 0.03 – DEMOLITION PLAN 

CD 1.10 – INITIAL PHASE EROSION CONTROL 

CD 1.11 – FINAL STABILIZATION PLAN 

CD 2.11 – UTILITY PLAN 

 

DRAWINGS 

1. DRAWING CD 0.03 – DEMOLITION PLAN: Replace the original sheet with the attached:  

A. Extend the limits of track demolition on the north end. 

B. Revise note for scope clarification of fiber work. 

C. Revise location of construction fence on north end for track removal. 

D. Add fiber line demolition at the south end of the existing stadium. 

 

2. DRAWING CD 1.10 – INITIAL PHASE EROSION CONTROL: Replace the original sheet with 

the attached. 

A. Add erosion control features around extended track removal. 

 

3. DRAWING CD 1.11 – FINAL STABILIZATION PLAN: Replace the original sheet with the 

attached: 

A. Add erosion control features around extended track removal. 

B. Revise limits of gravel coverage to the 1114.5 elevation. 
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4. DRAWING CD 2.11 – UTILITY PLAN: Replace the original sheet with the attached. 

A. Add quazite pullbox for scoreboard cabling as shown. 

B. Revise note for scope clarification of fiber work. 

C. Revise final elevation of proposed pad to 1114.50. 

  

END OF ADDENDUM #1 
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212121

GAS METER TO BE REMOVED

X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X XX
X

X
X

X
X

X
XXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXX

X
X

X

X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X

X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X

X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X

X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X

X
X

X
X

X
X

X
X

X
X X X X X X X X X X X X X X X X X X X X X

C.B.(SIN)
T.C.=1108.21'
INV.60"X42"RCP N.W.=1099.83'
INV.48"RCP S.E.=1099.73'

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

C.B.(SIN)
T.C.=1108.21'
INV.48"RCP N.W.=1099.97'
INV.8"RCP S.=1105.70'

PORTABLE JERSEY
BARRIER WITH FENCING

20'
17 M.H.(SAS)

T.C.=1108.79'
INV. IN S.=1096.31'
INV. IN N.E.=1103.56'
INV. OUT N.=1096.34'

20'T.C.=1106.88'
C.B.=(SIN) 20'

X X X X X X X X X X X X X X X X X X X X X X X X X

EXISTING FIBER AND CONDUIT TO BE REMOVED. SEE SHEET
CD 2.11 FOR ADDITIONAL INFORMATION. COORDINATE
REMOVAL OF CONDUIT AND FIBER WITH TTU ITS.

PULLBOX

EXISTING METER
TO REMAIN

12

TYPE 3 BARRICADE WITH
SIGNAGE "SIDEWALK CLOSED"

1115

1112

1113

1114
1115

1112

1113

1114

1112

11
12

1112

11121112

G G

XXXXXXXXX
X

X

X X X X X X X X FEATURE TO BE REMOVED

DEMOLITION LEGEND

ASPHALT TO BE REMOVED

/ / / / / / / / FEATURE TO BE ABANDONED IN PLACE

CONCRETE TO BE REMOVED

DEMOLITION NOTE:
WHILE THIS SHEET IS INTENDED TO DELINEATE THE DEMOLITION ITEMS, THE
CONTRACTOR SHALL BE AWARE THAT ALL ITEMS CONFLICTING WITH THE
PROPOSED CONSTRUCTION SHALL BE REMOVED AND/OR RELOCATED
WHETHER OR NOT SPECIFICALLY DESIGNATED.  CONTRACTOR SHALL VERIFY
THAT ALL UTILITY ITEMS SHOWN AS PREVIOUSLY REMOVED HAVE BEEN
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DEMOLITION SCOPE. CONTRACTOR IS RESPONSIBLE FOR THE
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AND CONCRETE EQUIPMENT PADS. COORDINATE WITH
COOKEVILLE ELECTRIC DEPARTMENT.
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20'-0" WIDE DOUBLE LEAF GATE

REMOVE EXISTING CONDUIT TO THIS LOCATION. CONDUIT SHALL
BE CAPPED BELOW GRADE OUTSIDE THE DEMOLITION AREA
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NEW TUCKER STADIUM WEST
PACKAGE 1 - DEMOLITION

SCALE: 1"= 20'

0' 20'10'20'

NOTE:
THE OWNER DOES NOT ASSUME RESPONSIBILITY FOR THE POSSIBILITY THAT
DURING CONSTRUCTION, UTILITIES OTHER THAN THOSE SHOWN MAY BE
ENCOUNTERED OR THAT ACTUAL LOCATIONS OF THOSE SHOWN MAYBE
DIFFERENT FROM THE LOCATIONS DESIGNATED ON THE CONTRACT
DRAWINGS. IN AREAS WHERE IT IS NECESSARY THAT THE EXACT LOCATION BE
KNOWN OF UNDERGROUND FACILITIES, THE CONTRACTOR, AT ITS OWN
EXPENSE, SHALL FURNISH ALL LABOR AND TOOLS TO EITHER VERIFY AND
SUBSTANTIATE OR DEFINITIVELY ESTABLISH THE POSITIONS OF
UNDERGROUND UTILITY LINES.

Know what'sbelow.Callbefore you dig.R CD 0.03

DEMOLITION PLAN
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ELEC.
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ELEC.

GO
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AL

ELEC. TRANS.

ELEC. PANEL

PORTABLE
BUILDING

SAT. DISH
AREA

CONTROL POINT #3
IRON PIN W/RED CAP

METAL POLE

MONUMENT

ELEC. TRANS.

ELEC. TRANS.

ELEC. TRANS.

EMERGENCY
CALL BOX

UNK.
UTILITY

RAMP

STAIRS STAIRS

GRASS

GRASS
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GRASS

ASPHALT

GAS MAIN
RISER

ELEC. TRANS.
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CLOCK
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TOWER
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TOWER

ELEC. TRANS.

ASPHALT

BOLLARD

BOLLARD

E.P.B.

GRAVEL
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BOLLARD

METAL POLE

AS
PH

AL
T

ASPHALT

F.F.E.=1115.07'
(BASEMENT)

F.F.E.=1127.30'

HEIGHT=51.6' HEIGHT=51.5'

HEIGHT=42.1'HEIGHT=52.3'

F.F.E.=1111.71'

SI
GN

C.I.(SIN)
T.C.=1116.44'
INV.18"RCP=1111.68'

STORM M.H.
T.C.=1116.60'
INV.24"RCP E.=1108.87'
INV.18"RCP S.=1110.44'

INV.36"RCP W.=1108.81'
INV.18"RCP N.=1111.40'

C.B.(SIN)
T.C.=1110.44'
INV.18"RCP.=1106.27'

C.B.(SIN)
T.C.=1110.77'
INV.18"RCP.=1107.23'

C.B.(SIN)
T.C.=1110.99'
INV.18"RCP.=1107.23'
INV.15"RCP.=1108.53'

C.B.(SIN)
T.C.=1112.40'
INV.15"RCP.=1110.37'

INV.72"CPP S.=1095.30'
INV.72"CPP N.=1095.00'
INV.36"RCP S.E..=1097.18'

C.B.(SIN)
T.C.=1104.15'
INV.36"RCP N.W..=1100.39'
INV.36"RCP S.E..=1100.39'

C.B.(SIN)
T.C.=1111.57'
INV.8"RCP N.=1108.97'
INV.8"RCP E.=1110.05'

C.B.(SIN)
T.C.=1112.08'
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C.B.(SIN)
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T.C.=1103.21'
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INV.10'X6' B.C.=1094.36'
INV.30"CMP N.W.=1097.16'
INV.36"CMP E.=1097.33'

T.C.=1104.23'
INV.12"CMP N.=1100.51'

C.I.=(SIN)

INV.15"RCP S.=1104.27'

T.C.=1109.45'
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C.B.(SIN)
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T.C.=1114.55'
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INV.6"PVC S.=1111.48'
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C.B.(FULL)
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NEW TUCKER STADIUM WEST
PACKAGE 1 - DEMOLITION

0'

SCALE: 1"= 30'

30'15'30'

NOTE:
THE OWNER DOES NOT ASSUME RESPONSIBILITY FOR THE POSSIBILITY THAT
DURING CONSTRUCTION, UTILITIES OTHER THAN THOSE SHOWN MAY BE
ENCOUNTERED OR THAT ACTUAL LOCATIONS OF THOSE SHOWN MAYBE
DIFFERENT FROM THE LOCATIONS DESIGNATED ON THE CONTRACT
DRAWINGS. IN AREAS WHERE IT IS NECESSARY THAT THE EXACT LOCATION BE
KNOWN OF UNDERGROUND FACILITIES, THE CONTRACTOR, AT ITS OWN
EXPENSE, SHALL FURNISH ALL LABOR AND TOOLS TO EITHER VERIFY AND
SUBSTANTIATE OR DEFINITIVELY ESTABLISH THE POSITIONS OF
UNDERGROUND UTILITY LINES.

Know what'sbelow.Callbefore you dig.R CD 1.10
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BRICK COLUMN
W/LIGHT
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ELEC.

GO
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GO
AL

ELEC. TRANS.

ELEC. PANEL

PORTABLE
BUILDING

CONTROL POINT #3
IRON PIN W/RED CAP

METAL POLE

ELEC. TRANS.

ELEC. TRANS.

EMERGENCY
CALL BOX

UNK.
UTILITY

RAMP

STAIRS STAIRS

GRASS

GRASS

GRASS

GRASS

GRASS

ASPHALT

GAS MAIN
RISER

ELEC. TRANS.

ELEC. TRANS.

E.P.B.

ASPHALT

MONUMENT
LS
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E.P.B.

E.P.B.

ELEC. TRANS.
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E.P.B.
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FLAG

CLOCK

CLOCK

PIT

LIGHT
TOWER

1'X2' MTL. LID LIGHT
TOWER

LIGHT
TOWER

ELEC. TRANS.

ASPHALT

BOLLARD

BOLLARD

E.P.B.

GRAVEL

GRAVEL

BOLLARD

METAL POLE

F.F.E.=1115.07'
(BASEMENT)

F.F.E.=1127.30'

HEIGHT=42.1'HEIGHT=52.3'

SI
GN

C.I.(SIN)
T.C.=1116.44'
INV.18"RCP=1111.68'

STORM M.H.
T.C.=1116.60'
INV.24"RCP E.=1108.87'
INV.18"RCP S.=1110.44'

INV.36"RCP W.=1108.81'
INV.18"RCP N.=1111.40'

C.B.(SIN)
T.C.=1110.44'
INV.18"RCP.=1106.27'

C.B.(SIN)
T.C.=1110.77'
INV.18"RCP.=1107.23'

C.B.(SIN)
T.C.=1110.99'
INV.18"RCP.=1107.23'
INV.15"RCP.=1108.53'

C.B.(SIN)
T.C.=1112.40'
INV.15"RCP.=1110.37'

INV.72"CPP S.=1095.30'
INV.72"CPP N.=1095.00'
INV.36"RCP S.E..=1097.18'

C.B.(SIN)
T.C.=1104.15'
INV.36"RCP N.W..=1100.39'
INV.36"RCP S.E..=1100.39'C.B.(SIN)

T.C.=1103.21'
INV.72"CPP S.=1094.36'
INV.10'X6' B.C.=1094.36'
INV.30"CMP N.W.=1097.16'
INV.36"CMP E.=1097.33'

T.C.=1104.23'
INV.12"CMP N.=1100.51'

C.I.=(SIN)

INV.15"RCP S.=1104.27'

T.C.=1109.45'
INV.15"RCP N.=1106.78'

C.B.=(SIN)

T.C.=1111.33'
INV.15"RCP N.=1106.16'

C.I.=(SIN)

T.C.=1111.77'
INV.15"RCP N.=1106.07'

STORM M.H.

INV.36"RCP E.=1104.86'
INV.36"RCP W.=1104.82'

C.B.(SIN)
T.C.=1114.54'
INV.18"RCP N.=1111.57'
INV.15"RCP S.=1111.64'

C.B.(SIN)
T.C.=1114.96'
INV.12"RCP=1113.47'

C.B.(SIN)
T.C.=1107.00'
INV.10"PVC.=1105.52'

C.B.(SIN)
T.C.=1110.59'
INV.10"PVC=1108.11'

C.B.(SIN)
T.C.=1109.66'
INV.4"PVC=1107.83'

C.B.(SIN)
T.C.=1115.23'
INV.=1113.40'

C.B.(SIN)
T.C.=1114.55'
INV.15'RCP N.=1111.48'
INV.6"PVC S.=1111.48'

TRENCH DRAIN

C.B.(FULL)
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RAMP
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CONC.

RETAINING WALL
RETAINING WALLRETAINING WALL

CO
NC
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RETAINING WALL
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CONCRETE WASHOUT, SEE DETAIL #1 / CD 3.10

SILT FENCE, SEE DETAIL #3 / CD 3.10

TEMPORARY INLET PROTECTION,
SEE DETAILS #4 & #5 / CD 3.10

STABILIZED CONSTRUCTION ENTRANCE
SEE DETAIL #2 / CD 3.10
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NEW TUCKER STADIUM WEST
PACKAGE 1 - DEMOLITION

0'

SCALE: 1"= 30'

30'15'30'

NOTE:
THE OWNER DOES NOT ASSUME RESPONSIBILITY FOR THE POSSIBILITY THAT
DURING CONSTRUCTION, UTILITIES OTHER THAN THOSE SHOWN MAY BE
ENCOUNTERED OR THAT ACTUAL LOCATIONS OF THOSE SHOWN MAYBE
DIFFERENT FROM THE LOCATIONS DESIGNATED ON THE CONTRACT
DRAWINGS. IN AREAS WHERE IT IS NECESSARY THAT THE EXACT LOCATION BE
KNOWN OF UNDERGROUND FACILITIES, THE CONTRACTOR, AT ITS OWN
EXPENSE, SHALL FURNISH ALL LABOR AND TOOLS TO EITHER VERIFY AND
SUBSTANTIATE OR DEFINITIVELY ESTABLISH THE POSITIONS OF
UNDERGROUND UTILITY LINES.

Know what'sbelow.Callbefore you dig.R CD 1.11
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M.H.(SAS)
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INV. IN S.=1096.31'
INV. IN N.E.=1103.56'
INV. OUT N.=1096.34'

T.C.=1106.88'
C.B.=(SIN)
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TYPE 3 BARRICADE WITH
SIGNAGE "SIDEWALK CLOSED"
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CONNECT 1" PEX TO
EXISTING WATER LINE
BEHIND EXISTING METER

APPROX. 744± LF OF 1" PEX
SEE DETAIL #7 / CD 3.10

CONNECT WATER SUPPLY
LINE TO EXISTING

PORTABLE BUILDING
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GENERAL NOTE:
CONTRACTOR IS RESPONSIBLE FOR PULLING AND
REWORK OF EXISTING FIBER, CABLE, AND TELEPHONE
CABLING TO PORTABLE FOOTBALL OFFICES AS
INDICATED ON SHEET CD2.11. CONTRACTOR IS NOT
RESPONSIBLE FOR DISCONNECTING OR TERMINATING
THE CABLING AT NETWORKING EQUIPMENT. REWORK OF
SCOREBOARD CABLING IS NOT INCLUDED IN THIS
SCOPE.

4

5

1112
1113

1114 1114
1113

1112

1114.5
10

1'' W 1" PEX WATER LINE

UTILITY LEGEND

UTILITY NOTES
EXISTING CONDUIT FOR FIBER SHALL BE INTERCEPTED AT THIS LOCATION. INSTALL
24"W X 36"L X 30"D IN-GRADE QUAZITE PULLBOX FOR REROUTING OF EXISTING FIBER.
COORDINATE REWORK OF EXISTING CABLING TO NEW PULLBOX WITH TTU ITS. TIE
EXISTING AND NEW CONDUITS TO PULLBOX AS PRACTICAL. BOTTOM OF BOX SHALL BE
LOCATED 30" BELOW FINISHED GRADE. INSTALL 6" OF #57 GRAVEL UNDERNEATH
FOOTPRINT OF BOX. BOX SHALL BE ORIENTED SUCH THAT THE LONG SIDE SHALL BE
PARALLEL TO THE EXISTING TRACK.

INSTALL (2) 2" PVC CONDUIT TO LOCATION AS SHOWN. CONDUIT SHALL BE LOCATED 24"
BELOW GRADE. COORDINATE WITH EXISTING FIBER CONDUITS. SEE DETAIL #7 CD 3.10

SUB CONDUIT UP FROM BELOW GRADE TO THE UNDERSIDE OF THE PORTABLE
FOOTBALL OFFICES.

ROUTE PVC CONDUITS ALONG THE UNDERSIDE OF THE PORTABLE FOOTBALL OFFICES
TO EXISTING PULLBOX MOUNTED UNDERNEATH PORTABLE OFFICES. SUPPORT
CONDUITS AS REQUIRED.

CONNECT NEW CONDUITS TO EXISTING BOX AS PRACTICAL. COORDINATE WITH
EXISTING CONDITIONS.

FROST FREE HYDRANT, SEE DETAIL #2 / CD 3.20

SEWER MAIN TRENCH, SEE DETAIL #1 / CD 3.11

STORM SEWER MANHOLE, SEE DETAILS #8 & #9 / CD 3.10

TDOT D-CB-12RB, SEE DETAIL #4 / CD 3.11

EXISTING CONDUIT FOR SCOREBOARD CABLING SHALL BE INTERCEPTED AT THIS
LOCATION. INSTALL 24"W X 36"L X 30"D IN-GRADE QUAZITE PULLBOX.  BOTTOM OF BOX
SHALL BE LOCATED 30" BELOW FINISHED GRADE. INSTALL 6" OF #57 GRAVEL
UNDERNEATH FOOTPRINT OF BOX. BOX SHALL BE ORIENTED SUCH THAT IT IS
PARALLEL WITH THE ADJACENT QUAZITE BOX.
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PACKAGE 1 - DEMOLITION

SCALE: 1"= 20'
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